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NEXT ASS'Y: FINAL ASS'Y:

19'-0 3/8"
H " ) » ) » ) " " <} SEE DRAWING JBE8700G003 FOR MOUNTING DETAILS ON:
2 5/8 4'-11 1/8 6'-8 3/4 4-111/8 51/2 a. DRAIN TANK (TK-1030)
1'-5 3/8" b. CENTRIFUGAL PUMPS (P—1000A & P-1000B)

c. HEAT EXCHANGER (HX-1050)
d. GAS/LIQUID SEPARATOR (SEP-1020)

2. SEE SPECIFICATION 15130 FOR ACTIVATED COOLING WATER PIPE SYSTEM INSTALLATION, TESTING
— = — AND ASSEMBLY REQUIREMENTS.

3.| SEE EQUIPMENT SPECIFICATION 106060000—-EQ—-0003 FOR VALVE INFORMATION.
1'-4 3/4" » 4.| SEE EQUIPMENT SPECIFICATION 106060000—-EQ-0007 FOR CIRCULATION PUMP INFORMATION.

5.| SEE EQUIPMENT SPECIFICATION 106060000—-EQ-0005 FOR ION EXCHANGE COLUMN
INFORMATION.

< SEE EQUIPMENT SPECIFICATION 106060000—-EQ—0006 FOR ACTIVATED COOLING WATER FILTERS.

7. MINIMUM PIPE SLOPE IS 1/8" PER FT.

l 8. DIMENSIONS & ELEVATIONS ARE TO CENTERLINE OF PIPE UNLESS OTHERWISE NOTED.

JBEB700C103 ' 9. SEE DRAWING No. J8E8700G081 FOR PIPE SUPPORT DETAILS.

&
W

10. SEE DRAWING No. P3.01.43 FOR OTHER FACILITY PIPING IN THIS AREA.

11. PIPE SUPPORTS ARE SHOWN IN GENERAL LOCATION. CONTRACTOR TO SUBMIT DIMENSIONED
LOCATIONS FOR APPROVAL PRIOR TQO INSTALLATION.

4] FLEX HOSE LENGTHS ARE SHOWN FOR REFERENCE ONLY.
HV ‘ CONTRACTOR TO DETERMINE HOSE LENGTHS BASED UPON SELECTED COMPONENTS.
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